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SHEET KEYNOTES

GENERAL NOTES

REFER TO T-SERIES DRAWINGS FOR TELECOM
LAYOUTS.

1.

1 SMOKE DETECTOR SHALL ACTIVATE ELEVATOR
RECALL FUNCTIONS.

IN ADDITION TO WORK SHOWN ON EY-SERIES
DRAWINGS, PROVIDE DUCT-MOUNTED SMOKE
DETECTORS WHERE INDICATED ON M-SERIES
DRAWINGS.  FOR EACH DUCT DETECTOR
PROVIDE A REMOTE ALARM INDICATOR AND
TEST/RESET SWITCH MOUNTED AT 54" AFF IN
NEAREST CORRIDOR.  PROVIDE AN
ADDRESSABLE FIRE ALARM RELAY MODULE
WITHIN 3' OF EACH SMOKE AND FIRE/SMOKE
DAMPER AND WITHIN 3' OF AHU MOTOR
STARTERS.

2.

VOICE/DATA OUTLETS PLACED IN A FIRE RATED
WALL SHALL MEET NEC CODE TO MAINTAIN FIRE
RATING.

3.

2 LOCATE HEAT DETECTOR ADJACENT TO SPRINKLER
HEAD.
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